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CONTRACTOR SHALL PROVIDE ALL
MODIFICATIONS TO THE EXISTING FIRE
PROTECTION SPRINKLER SYSTEM.
MODIFICATIONS SHALL INCLUDE NEW
PIPING, HEADS, ETC. AS REQUIRED TO
COMPLY WITH NFPA 13 AND NEW
OCCUPANCY.
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